AUTHENTICATED
U.S. GOVERNMENT
INFORMATION

GPO

Pipeline and Hazardous Materials Safety Administration, DOT

listed specification must also pass the
weldability tests prescribed in para-
graph II-B of appendix B to this part.

(d) Steel pipe that has not been pre-
viously used may be used as replace-
ment pipe in a segment of pipeline if it
has been manufactured prior to Novem-
ber 12, 1970, in accordance with the
same specification as the pipe used in
constructing that segment of pipeline.

(e) New steel pipe that has been cold
expanded must comply with the man-
datory provisions of API Specification
5L.

[36 FR 13257, Aug. 19, 1970, as amended by
Amdt. 191-1, 35 FR 17660, Nov. 17, 1970; Amdt.
192-12, 38 FR 4761, Feb. 22, 1973; Amdt. 192-51,
51 FR 15335, Apr. 23, 1986; 58 FR 14521, Mar. 18,
1993; Amdt. 192-85, 63 FR 37502, July 13, 1998]

§192.57 [Reserved]

§192.59 Plastic pipe.

(a) New plastic pipe is qualified for
use under this part if:

(1) It is manufactured in accordance
with a listed specification; and

(2) It is resistant to chemicals with
which contact may be anticipated.

(b) Used plastic pipe is qualified for
use under this part if:

(1) It was manufactured in accord-
ance with a listed specification;

(2) It is resistant to chemicals with
which contact may be anticipated;

(3) It has been used only in natural
gas service;

(4) Its dimensions are still within the
tolerances of the specification to which
it was manufactured; and

(5) It is free of visible defects.

(c) For the purpose of paragraphs
(a)(1) and (b)(1) of this section, where
pipe of a diameter included in a listed
specification is impractical to use, pipe
of a diameter between the sizes in-
cluded in a listed specification may be
used if it:

(1) Meets the strength and design cri-
teria required of pipe included in that
listed specification; and

(2) Is manufactured from plastic com-
pounds which meet the criteria for ma-
terial required of pipe included in that
listed specification.

[35 FR 13257, Aug. 19, 1970, as amended by
Amdt. 192-19, 40 FR 10472, Mar. 6, 1975; Amdt.
192-58, 53 FR 1635, Jan. 21, 1988]
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§192.61 [Reserved]

§192.63 Marking of materials.

(a) Except as provided in paragraph
(d) of this section, each valve, fitting,
length of pipe, and other component
must be marked—

(1) As prescribed in the specification
or standard to which it was manufac-
tured, except that thermoplastic fit-
tings must be marked in accordance
with ASTM D 2513; or

(2) To indicate size, material, manu-
facturer, pressure rating, and tempera-
ture rating, and as appropriate, type,
grade, and model.

(b) Surfaces of pipe and components
that are subject to stress from internal
pressure may not be field die stamped.

(c) If any item is marked by die
stamping, the die must have blunt or
rounded edges that will minimize
stress concentrations.

(d) Paragraph (a) of this section does
not apply to items manufactured be-
fore November 12, 1970, that meet all of
the following:

(1) The item is identifiable as to type,
manufacturer, and model.

(2) Specifications or standards giving
pressure, temperature, and other ap-
propriate criteria for the use of items
are readily available.

[Amdt. 192-1, 35 FR 17660, Nov. 17, 1970, as
amended by Amdt. 192-31, 43 FR 883, Apr. 3,
1978; Amdt. 192-61, 53 FR 36793, Sept. 22, 1988;
Amdt. 192-62, 54 FR 5627, Feb. 6, 1989; Amdt.
192-61A, 54 FR 32642, Aug. 9, 1989; 58 FR 14521,
Mar. 18, 1993; Amdt. 192-76, 61 FR 26122, May
24, 1996; 61 FR 36826, July 15, 1996]

§192.65 Transportation of pipe.

In a pipeline to be operated at a hoop
stress of 20 percent or more of SMYS,
an operator may not use pipe having an
outer diameter to wall thickness ratio
of 70 to 1, or more, that is transported
by railroad unless:

(a) The transportation is performed
in accordance with API RP 5L1.

(b) In the case of pipe transported be-
fore November 12, 1970, the pipe is test-
ed in accordance with subpart J of this
part to at least 1.256 times the max-
imum allowable operating pressure if it
is to be installed in a class 1 location
and to at least 1.5 times the maximum
allowable operating pressure if it is to



§192.101

be installed in a class 2, 3, or 4 loca-
tion. Notwithstanding any shorter
time period permitted under subpart J
of this part, the test pressure must be
maintained for at least 8 hours.

[Amdt. 192-12, 38 FR 4761, Feb. 22, 1973, as
amended by Amdt. 192-17, 40 FR 6346, Feb. 11,
1975; 58 FR 14521, Mar. 18, 1993]

Subpart C—Pipe Design

§192.101 Scope.

This subpart prescribes the minimum
requirements for the design of pipe.

§192.103 General.

Pipe must be designed with sufficient
wall thickness, or must be installed
with adequate protection, to withstand
anticipated external pressures and
loads that will be imposed on the pipe
after installation.

§192.105

(a) The design pressure for steel pipe
is determined in accordance with the
following formula:

P=(2 St/D)XFXExXT

Design formula for steel pipe.

P=Design pressure in pounds per square inch
(kPa) gauge.

S=Yield strength in pounds per square inch
(kPa) determined in accordance with
§192.107.

D=Nominal outside diameter of the pipe in
inches (millimeters).

t=Nominal wall thickness of the pipe in
inches (millimeters). If this is unknown, it
is determined in accordance with §192.109.
Additional wall thickness required for con-
current external loads in accordance with
§192.103 may not be included in computing
design pressure.

F=Design factor determined in accordance
with §192.111.

E=Longitudinal joint factor determined in
accordance with §192.113.

T=Temperature derating factor determined
in accordance with §192.115.

(b) If steel pipe that has been sub-
jected to cold expansion to meet the
SMYS is subsequently heated, other
than by welding or stress relieving as a
part of welding, the design pressure is
limited to 75 percent of the pressure de-
termined under paragraph (a) of this
section if the temperature of the pipe
exceeds 900 °F (482 °C) at any time or is
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held above 600 °F (316 °C) for more than
1 hour.

[35 FR 13257, Aug. 19, 1970, as amended by
Amdt. 192-47, 49 FR 7569, Mar. 1, 1984; Amdt.
192-85, 63 FR 37502, July 13, 1998]

§192.107 Yield strength (S) for steel
pipe.

(a) For pipe that is manufactured in
accordance with a specification listed
in section I of appendix B of this part,
the yield strength to be used in the de-
sign formula in §192.105 is the SMYS
stated in the listed specification, if
that value is known.

(b) For pipe that is manufactured in
accordance with a specification not
listed in section I of appendix B to this
part or whose specification or tensile
properties are unknown, the yield
strength to be used in the design for-
mula in §192.105 is one of the following:

(1) If the pipe is tensile tested in ac-
cordance with section II-D of appendix
B to this part, the lower of the fol-
lowing:

(i) 80 percent of the average yield
strength determined by the tensile
tests.

(ii) The lowest yield strength deter-
mined by the tensile tests.

(2) If the pipe is not tensile tested as
provided in paragraph (b)(1) of this sec-
tion, 24,000 p.s.i. (165 MPa).

[36 FR 13257, Aug. 19, 1970, as amended by
Amdt. 192-78, 61 FR 28783, June 6, 1996; Amdt.
192-83, 63 FR 7723, Feb. 17, 1998; Amdt. 192-85,
63 FR 37502, July 13, 1998]

§192.109 Nominal wall thickness (#)
for steel pipe.

(a) If the nominal wall thickness for
steel pipe is not known, it is deter-
mined by measuring the thickness of
each piece of pipe at quarter points on
one end.

(b) However, if the pipe is of uniform
grade, size, and thickness and there are
more than 10 lengths, only 10 percent
of the individual lengths, but not less
than 10 lengths, need be measured. The
thickness of the lengths that are not
measured must be verified by applying
a gauge set to the minimum thickness
found by the measurement. The nomi-
nal wall thickness to be used in the de-
sign formula in §192.105 is the next wall
thickness found in commercial speci-
fications that is below the average of
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